








































In the event of a spill, personnel have been instructed to do the following: 

(1) Containers 

(a) Spills 

The following represent general procedures. that may be followed in the 
event of a container spill. 

(i) For a major spill contact an Emergency Coordinator. 
(ii) Ascertain the extent of the spill and what the material is that spilled. 
(iii) Isolate the area of the spilt 
(iv) Remove all of the sources of ignition and any incompatible 

materials from the affected area. 
(v) Initiate clean up of spill. 
(vi) Recharge, decontaminate, replace and/or make fit for use any 

emergency equipment used. 
(vii) Document spill response activities 

b) Leakage 

(2) Tanks 

Should a container be found to be leaking either through the 
inspection requirements of 40 CFR 264.17 4 or other visual 
inspection, every attempt will be made to facilitate the expeditious 
removal of leaked material and repair, replace or repackage the 
affected container. 

If a spill or leak occurs due to the failure of a tank, the requirements 
contained in 40 CFR 264.196 will be met to include: 

(a) Cessation of use and prevention of additions of wastes (40 CFR 
264.196(a)). Immediately stop the flow of material into the tank and 
inspect the tank for the cause ofthe release. 

(b) Removal of wastes (40 CFR 264.196(b)). Within 24 hours or at the 
earliest practical time, remove as much of the material as is needed to 
prevent further release to the environment and inspect and repair the 
tank. 

(c) Containment of any visible release to the environment (40 CFR 
264.196(c)). Secondary containment in excess of 150% of the 
containment area's largest tank is provided for all regulated tank farms 
in the complex. This makes release outside of containment extremely 
unlikely. If secondary containment were breached, use adsorbent 
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booms and materials to contain the released materials. At least one 
vacuum truck is available at all times, which could also be utilized to 
collect released materials. All adsorbent materials, contaminated soils 
and collected wastes will be processed on-site or managed off-site in 
accordance with applicable Federal, State, and local requirements. 

(d) Notification as required (40 CFR 264.196(d)). All releases to the 
environment, unless under one (1) pound and immediately contained 
and cleaned up, will be reported to the Regional Administrator within 
24 hours of its detection, and a written report will be sent within 15 
days. 

(e) Repair or closure (40 CFR 264.196(e)). The tank will be closed unless: 
(1) the cause of the release was a spill that did not damage the 
integrity of the containment system. or the tank, the tank will return to 
service as soon as any necessary repairs are made, or (2) if the cause 
of the release was from the tank, the tank will be repaired prior to being 
returned to service. 

(f) Certifications (40 CFR 264.197(f)). If the repair is extensive, the tank 
will not be returned to service until certification from an independent 
registered professional engineer is obtained. This certification will be 
submitted to. the Regional Administrator within 7 days of returning the 
tank to service. A certification will also be sent to the MDEQ Chief of 

· the Waste Management Division. 

E NOTIFICATION AND RECORDKEEPING REQUIREMENTS 

1) Agency Notification Prior to Commencement of Operations 

i) Should any of the emergency equipment be utilized during an emergency, 
affected operations will not be allowed to resume until a post-incident 
inspection has been completed and all equipment is cleaned, recharged, 
replaced and/or made fit for use. 

ii) The Emergency Coordinator will notify EPA, MDEQ and local agencies (see 
Table 3 - Contingency Plan Reporting Contact Information) that a post
incident emergency equipment maintenance check has been performed and 
all emergency equipment has been returned to pre-incident status and normal 
operations will resume. 

2) Recordkeeping Requirements 

i) Operating Record 
In the event of an emergency situation that requires implementation of the 
contingency plan, the Emergency Coordinator will document in the facility's 
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operating record, the time, date and description of the event. The operating 
record is maintained· by the Facility Supervisor and can be found in the 
Supervisor's Office at the Shipping/Receiving Office @ 501 Lycaste Street. 
Previous Day's records can be found in the EH&S office @ 515 Lycaste 

ii) Written Incident Report 
Within 15 days of the incident, a report must be filed with the Regional 
Administrator and Michigan Department of Natural Resources and 
Environment (MDEQ). The information required is contained in Appendix 2 -
Contingency Plan Incident Report. 

F CONTINGENCY PLAN REVIEW AND AMENDMENTS 

The contingency plan will be reviewed and immediately amended per 40 CFR 
265.54, if necessary, whenever: 

1) Applicable regulations are revised or promulgated. 

2) The plan fails in an emergency. 

3) The facility changes in design, construction, operation, maintenance, or other 
way that materially increases the potential for fires, explosions, or releases of 
hazardous waste or hazardous waste constituents, or changes the response 
necessary in an emergency. 

4) The list of Emergency Coordinators changes. 

5) The list of emergency equipment changes substantially. 
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Appendix 1 - Contingency Plan Reporting Contact Information 

1) If an outside contractor is necessary to assist in containing the hazardous material 
release call either of the following: 

a) Inland Waters Pollution Control, Inc. 
2021 South Schaefer Highway 
Detroit, Ml 48217 
800-992-9118 

b) PSC Industrial Outsourcing, LP 
1300 Wood Street 
Monroe, Ml 48161 
734.384.9200 

2) If a fire or explosion has occurred call: City of Detroit Fire Department: 911 

3) If an evacuation of the area is ordered or security has been breached call: 

City of Detroit Police Department: 911 

Wayne County Sheriff: 601.735.2323 

State Police - Radio Room: 313.456.6600 

4) If personnel exposure or injury has occurred call: 

Ambulance: 911 

Detroit Receiving Hospital: 313.745.3000 

Concentra Medical Service: 313.259.7990 

5) If there has been an emergency or release call: 

i) Michigan Department of Environmental Quality (PEAS) 

Outside Michigan: 517.373.7660 

Inside Michigan: 800.292.4706 

ii) EPA National Response Center: 800.424.8802 

iii) Industrial Waste Control (DWSD): 313.267.7401 
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iv) City of Detroit Health Department: 313.876.4000 

v) MIOSHA: 517.487.4996 
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Appendix 2 - Contingency Plan Incident Report 

If the Emergency Coordinator determines that the facility has had a release, fire or 
explosion which could threaten human health, or the environment, outside the facility, 
IMMEDIATELY notify the National Response Center at 800.424.8802. 

If the emergency coordinator determines that the facility has had a fire, explosion or 
other release of hazardous waste or hazardous waste constituents that could threaten 
human health or the environment, or if it is known that a spill has reached surface 
water or groundwater, then the Emergency Coordinator shall immediately notify the 
Michigan Pollution Emergency Alerting System (PEAS: 800.292A706). 

The following information must be provided: 

1. Name: 

2. Telephone: 

3. Facility Name: 

4. Facility Address: 

5. EPA ID No.: 

6. Date: ___________ _ 7. Time: __________ _ 

8. Type of Incident (i.e., fire, release): -----------------

9. Name Material(s) involved: --------------------

10. Quantity:--------------------------

11. Extent of injuries, if any: ---------------------

12. Quantity and disposition of recovered materials: ___________ _ 
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13. Actual/potential hazards to human health or the environment: ______ _ 

14. Immediate response action taken:-----------------

If the emergency coordinator determines that this contingency plan has been 
implemented, a written incident report must be submitted to the Regional 
Administrator, and appropriate State and local authorities within 15 days. The report 
must include the following information. 

1. Owner Name: 

2. Owner Address: 

3. Owner Telephone: 

4. Facility Name: 

5. Facility address: 

6. Facility Phone: 

7. Incident Date: 7. Incident Time: 

8. Type of incident (i.e., fire, release): 

9. Name Material(s) Involved: ___________________ _ 
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10. Quantity:--------------------------

11. Extent of Injuries, if any: ---------------------

12. Actual/potential hazards to human health or the environment: _______ _ 

15. Quantity and disposition of recovered materials: ___________ _ 
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Appendix 3 - Safety & Emergency Equipment 

Equipment Location 

.MAINTENANCE GARAGE 

Fire Extinguisher W. wall of the maintenance garage 
E. wall of the maintenance garage 

N .E. of maintenance garage door 

S. at back door of maintenance 

N.W. wall 
First Aid S. at back door ofmaintenance 

LAB SAMPLE ROOM 
Fire Extinguisher N.W. corner by door 

MAIN ENTRANCE 
Fire Extinguisher On pole W. of security office 

S; wall of security office 
Spill Kit Next to pole, W. of security office 

Telephone Inside security office 

Stationary Radio Inside security office 
First Aid Inside security office 

CONTAINER MANAGEMENT BUILDING (CMB) 
Main Floor 

Portable Extinguisher S.E. wall by pump room doors 
W. entrance 

Fire Extinguisher S wall of pump room 
Center of pump room 

Alarm Pull Station Pump Room-S.E. side by door 

Alarm Pull Station S. wall by exit near stairs to 2nd floor 
Alarm Pull Station N.W. wall by door 

Alarm Pull Station Control Room-E. wall 
Eye Wash & Safety CMB dock 
Shower 

W. wallCMB 

Center of pump room 

E. wall of pump room 

E. wall CMB by pump room doors 
Spill Kit E. wall CMB by pump room doors 
2nd Floor 

Alarm Pull Station E. wall near door 
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DOCK1 and4 

Fire Extinguisher S. wall Dock 1 

N. W. comer of Dock 4 truckwell 

N. wall between Dock 1 & 4 near reactive cabinet 

E. Wall ofDock 1 near reactive cabinet 

N. wall Dock 1 
Eye Wash & Safety Shower W. wall by Dock 4 

Portable Extinguisher N. Walll btwn Dock 1 &4 

W. wall ofDock 1 

Alarm Pull Station E. wall by Dock 4 

DOCK2 
Fire Extinguisher N.E. on pole 

N.W. on pole 

DOCK3 
Fire Extinguisher N. wall ofDock 3 
Portable Extinguisher S.W. comer of Dock 3 

TANKSYSTEM 3 (TS3) 
Fire Extinguisher N. wall of pre-reclamation tank farm 

S.W. Comer 

E. Wall 
Alarm Pull Station N. side on pole 

PROPANESTORAGEAREA 
Fire Extinguisher S.W. side on pole 

SDG PRODUCT TANK 
FARM 
Fire Extinguisher N. of SDG tank farm 

S.E. ofSDG tank farm 

S.W. of SDG tank farm 

Alarm Pull Station N. of SDG tank farm 

S. of SDG tank farm 
Spill Kit E. of SDG tank farm 
Portable Extinguisher E. of SDG tank farm 

N.W. comer of SDG tank farm 
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TANK SYSTEM 1 (TSl) 

Fire Extinguisher N. beam on back pad 
Middle beam on back pad 
Middle beam of back pad 
S. beam on back pad 
S.E. Wall 

Spill Kit S.W. comer of truck containment 
Alarm Pull Station S.E. wall outside ofheader 

MOTOR CONTROL CENTER (GREEN HOUSE) 
Fire Extinguisher 

Fire Blanket 
Stretcher 
Eye Wash & Safety Shower 

TANK SYSTEM 2 (TS2) 
Fire Extinguisher 

Portable Fire Extinguisher 
Alarm Pull Station 

SUPER BLENDER SYSTEM 
Spill Kit 

COMPACTOR AREA INSIDE SUPER 
BLENDER SYSTEM 
Fire Extinguisher 

Spill Kit 
Pmtable Eye Wash 

S. wall inside of building 
S. wall inside ofbuilding 
S. wall inside ofbuilding 
W. wall inside of building 

Middle pole putside header area 
Inside header area on S.E. comer 
N.E. on pole inside containment 
E on middle beam of truck containment 
N .E. comer outside of containment area 
N.E. comer outside of containment area 

N .E. comer of building (outside) 

N.E. comer 
S. wall 
N. wall 
S.W. comer 
S.W. comer 
W. wall 
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TRUCK UNLOAD DOCK INSIDE 
SUPER BLENDER SYSTEM 
Fire Extinguisher 

Portable Fire Extinguisher 
Alarm Pull Station 

SUPER BLENDER SYSTEM CRANE 
AREA 
Fire Extinguisher 
Spill Kit 

PCPGLAB 
Fire Extinguisher 

Fire Blanket 
First Aid 
Stretcher 
Eye Wash & Safety Shower 

Eye Wash 
Telephone 
Stationary Radio 
501 BUILDING 
Fire Extinguisher 

Telephone 

Stationary Radio 

W. wall of SBS unload dock 
S. wall 
N. wall 
S.W. corner 
E. wall of SBS unload dock 
E. wall of SBS unload dock 

E. wall by door 
S.E. corner ofbuilding 

S. wali of sample closet 
W. wall of the PCPG lab clean room 
N.E. wall ofthe PCPG lab 
S.W. wall of the PCPG li:tb 
Break room- S. wall across from time 
clock 
S. wall near sample closet 
E. wall near sample closet 
E. wall near sample closet 
N. wall of the PCPG lab 

W. wall ofPCPG lab 
W. wall ofPCPG lab 
W. wall of PCPG lab 

S.W. wall by plant exit 
W. wall of main area 
N. wall of office 
N. wall of office 
S. wall of office 

S.W. wall of office 
N. wall of office 
N. wall of office 
S. wall of office 
S.W. wall of office 
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LOCKER ROOM 
Fire Extinguisher N. wall of the lunch room 

N. wall of the dirty side of the locker room 
E. wall of the clean side of the locker room 

BOILER ROOM 
Fire Extinguisher S. wall of the north side of the boiler room 

S. wall ofthemiddle of the boiler room 
N. wall of the south side of the boiler room 

EMERGENCY SUPPLY ROOM 
Foam Dolly Inside of emergency supply room 
Extinguisher 
Stretcher Inside of emergency supply room 
FireBlanket Inside of emergency supply room 
Oxygen Inside of emergency supply room 

First Aid Inside of emergency supply room 
Air Purifying Issued upon hire/as needed; inside emergency supply 
Respirators room 
Tyvek suits Issued as needed; inside emergency supply room 
Safety glasses Issued upon hire/as needed; inside emergency supply 

room 
Hard Hats Issued upon hire/as needed; inside emergency supply 

room 
Safety boots Issued upon hire/as needed; inside emergency supply 

room 
Rubber aprons Issued upon hire/as needed; inside emergency supply 

room 
Chemical goggles Issued as needed; inside emergency supply room 

ADDITIONAL EQUIPMENT 
Portable Fire Staged in maintenance building 
Extinguisher 
515 OFFICE 
BUILDING 
Fire Extinguisher S.W. Wall 2nd Floor 

N. Wall by Vault 2nd floor 
N.W. Wall 1st Floor 

Pole in Customer Service 1st Floor 
E. Wall in Trans by main entrance 1st floor 
E. Wall by file room 1st floor 
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SAFETY AND EMERGENCY EQUIPMENT CAPABILITIES 

Fire Extinguishers (20 lbs, ABC) 

Portable Fire Extinguisher (1 00 lbs, 
C02 Pu K" 150 lbs ABC 

Alarm Pull Station 

Absorbent Materials (absorbent, 
sand, booms, etc.) 

Wash 

Shower 

First Aid Station 

Fire Blanket 

Stretchers 

Air Purifying Respirator 

les 

hand held; capable of handling a three foot 
diameter fire 
easily moved on cart; capable of handling a 
seven foot diameter fire 
easily moved on cart; capable of handling a 
seven foot diameter fire 
manual/automatic sta remote fire 
capable of verbal instruction; notification of 
emergency and/or to initiate facility 
evacuation 
easily deployed, capable of containing 
and/or absorbing spilled liquid; generally 
limited to under 1 00 allons 

able to flush material from body and 
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Appendix 4- Evacuation Plan 

A PURPOSE 

This plan is designed to provide for the safe and organized evacuation of on-site 
personnel and visitors during a site emergency. 

8 IMPLEMENTATION 

In the event of a fire or explosion, IMMEDIATE implementation of this Evacuation 
Plan may be initiated by activating a facility alarm system. Otherwise, this 
Evacuation Plan will be implemented at the discretion of the Emergency 
Coordinator. Once implemented, all employees are responsible for following these 
procedures and reporting to designated safety locations as directed. The Emergency 
Coordinator and supervisory personnel will account for all persons prior to any 
individual leaving the Evacuation Area. 

C SAFETY LOCATIONS 

A primary and secondary Evacuation Area has been designated on the Evacuation 
Plan. The west side of Lycaste Street in front of 663 Lycaste Building is the primary 
Evacuation Area (exit facility main gate and turn left). In the event prevailing winds 
and toxic fumes would affect this location, all personnel will be directed to 
Evacuation Area in front of the Transportation Maintenance Garage located at 11700 
Freud Street. 

D INSTRUCTIONS 

1) Once the emergency alarm is sounded and an evacuation, of the site is ordered 
by the Emergency Coordinator, all on-site personnel will shut down operations 
and proceed immediately to the safety location specified. A copy of the 
Contingency Plan is located in the 421 Complex. Personnel are instructed to 
gather it and proceed to the safety location. 

2) Until evacuation is signaled, personnel who are not in an affected area will stay in 
their respective work areas. Visitors will be cleared from the area and instructed 
to report to the main office area, and thereafter released. 

3) Unless otherwise directed by announcement on the Public Address System, 
evacuation will be via the most direct route, either the main access gate or any 
emergency gate. The security officer will open the main gate immediately, and 
any other emergency gates, to facilitate the most direct evacuation. 

4) All on-site personnel will be accounted for at the safety location to ensure that all 
personnel have been safely evacuated and that no individual(s) remain within the 
complex. Individuals are to report to the designee equipped with a safety vest 
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and employee list for attendance. The Emergency Coordinator may request 
individuals to return to the complex to support emergency activities if such 
activities do not pose a risk of harm to the individual, or continue work once 
conditions permit. 

5) If necessary, the Emergency Coordinator may establish an emergency 
coordination center. The primary emergency coordination center will be the 
conference room located at the main office building. If this location is not safe, 
the Training Room located at 11700 Freud will be used. 

6) An "all clear" signal will be given when the emergency has been controlled and 
the safety of personnel is assured. The Emergency Coordinator will determine 
when the emergency has passed and consult any on-site officials if necessary 
before the "all clear" signal is given. All emergency equipment used in the 
emergency will be cleaned for use prior to resuming plant operation in affected 
areas. 
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APPENDIX 5 - FIRE SAFETY PLAN 

Petro-Chern Processing Group of Nortru, LLC. 

515 Lycaste Street, Detroit, Michigan 48214 
313.824.5840 

SECTION I - FACILITY 

This is a two story masonry and steel frame construction building with three exits from 
the second floor and four exits from the first floor. The second floor is occupied as 
offices and two conference rooms. The first floor is occupied as lobby, offices and 
customer services. Standpipe systems are not located in each floor stairwell. Smoke 
detectors are located throughout each floor in offices and corridors. The building has an 
emergency fire alarm system. Fire extinguishers are in the building as indicated on the . 
attached floor plan. The building does not have overhead sprinklers. Flammable liquids 
are not stored in the building. The electrical room is located on the first floor in the north
west corner of the building. The building is heated by a natural gas fired forced air 
furnace located on the first floor in the south west corner of the building and on the roof 
top. The gas shut:.off Is located on the exterior south west corner of the building. 

IN THE EVENT OF FIRE, the emergency coordinator(s) or alternate without delay 
shall place a call to the fire department by calling 911. The coordinator(s) upon 
receipt of fire alarm shall take charge of assisting other employees and visitors in 
evacuating their floor via the closest unobstructed stairway and exit building and 
proceed to the west side of Lycaste Street in front of 663 Lycaste Building is the 
primary Evacuation Area (exit employee gate and turn left). In the event prevailing 
winds and toxic fumes would affect this location, all personnel will be directed to 
Evacuation Area in front of the Transportation Maintenance Garage located at 11700 
Freud Street. 

SECTION II -WHEN YOU DISCOVER A FIRE 

1. The first person to discover a fire shall immediately sound the building alarm (pull 
the fire alarm pull station in the immediate vicinity). NEVER VERBALLY YELL 
FIRE; It may cause panic. Use the telephone system to announce the 
evacuation of the building 

2. If possible, assist all persons (employees, injured and handicapped) in the 
immediate vicinity of fire. 

3. Isolate the fire, is possible. Close the door to the fire scene after all persons 
have been evacuated from the vicinity. (Do not attempt to extinguish a fire, 
unless the fire is small and you have received the proper fire extinguisher training 
and the proper fire extinguisher is available and ONLY AFTER THE FIRE 
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DEPARTMENT HAS BEEN CALLED. As a rule of thumb, if you cannot 
extinguish the fire after using two fire extinguishers, confine it, and then evacuate 
using nearest stairway: 

4. Evacuate~ DOWN TO LOBBY. Use closest unobstructed exit. 

5. Notify receptionist/security/emergency coordinator(s) as to the fire location and 
severity, and then proceed to exit the building. Receptionists should gather sign
in book and exit the building. Call 911 immediately. 

6. Exit the building and proceed to the west side of Lycaste Street in front of 663 
Lycaste Building is the primary Evacuation Area (exit employee gate and turn 
left). In the event prevailing winds and toxic fumes would affect this location, all 
personnel will be directed to Evacuation Area in front of the Transportation 
Maintenance Gar:ftge located at 11700 Freud Street. 

~" ·, . 

7. Remember, once you leave the building, do not re-enter for ANY REASON, until 
you have received an all clear. Emergency coordinator(s) shall take a head 
count and report all missing persons to firefighters in charge at the scene. 

SECTION Ill -WHEN YOU HEAR THE FIRE ALARM 

The building fire alarm system will sound throughout via the pull station or automated 
system. The building fire alarm system will sound throughout by other staff members in 
the vicinity by the use of the established code word for fire, 'CODE RED' by indicating 
over the telephone system 

1. Listen and follow the instructions of the person in charge (emergency 
coordinator) or directions broadcasted over the public address system or 
loudspeaker. 

2. Assist the emergency coordinator(s) in evacuating the handicapped, visitors, 
employees, etc. 

3. Close the door(s) behind you. 

4. Do not use elevator. 

5. Leave the building using the closest exit that is not obstructed by fire (See 
attached floor plan). 

6. Exit the building and proceed to the west side of Lycaste Street in front of 663 
Lycaste Building is the primary Evacuation Area (exit employee gate and turn 
left). In the event prevailing winds and toxic fumes would affect this location, all 
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personnel will be directed to Evacuation Area in front of the Transportation 
Maintenance Garage located at 11700 Freud Street. 

7. Remember, once you leave the building, do not re-enter for ANY REASON, until 
you have received an all clear. Emergency coordinator(s) shall take a head 
count and report all missing persons to firefighters in charge at the scene. 

It is impossible to anticipate every fire situation; however, the above fire safety 
procedures have been thought cover most fire situations. For further information call 
313.596.2968 
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SECTION IV - 515 BUILDING FLOOR PLAN 
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APPENDIX 6 -CONTINGENCY PLAN SOP AND CHECKLIST 
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TITLE: 

PSC Environmental Services 
STANDARD OPERATING PROCEDURES 

Contingency Plan Implementation 
PSC Detroit Document Control: 

Revision Number: 
Issue Date: 

·h /, /, ~evision Date: 

~ 

¥4 Date 

1.0 Purpose: 

PSC-DET-19 
0 
September 22, 2011 

The purpose of this SOP is to outline the steps to be taken to determine if a release has 
occurred and the steps required to address off-site issues if a release has occurred. 

2.0 Description: 

This SOP applies to key personnel responsible for gathering information, determining the 
need to and implementing the Contingency Plan. 

3.0 General: 

3.1 This SOP applies to key personnel who respond to emergency situation at the 
facility. 

3.2 All applicable employees will be trained in the requirements ofthis SOP. 

3.3 The provisions of this SOP will be strictly adhered to. 

3.4 The EHS Department will be responsible for training of key personnel. 

4.0 Required Safety Equipment: 

Hard hat, safety glasses, steel-toed boots and chemical resistant gloves. Additional PPE 
and supplies may be needed depending on the nature of the incident. 
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5.0 Procedure for Implementation : 

5.1 The decision to implement the Contingency Plan will depend on whether the 
occurrence presents a potential hazard to human health or the environment. 

5.2 Determine whether any of the following type of emergency situations exist: 

EMERGENCY POSSIBLE EFFECTS 
Fire cannot be contained with portable fire 
fighting equ!I>_ment 

Fire and/or explosion Toxic fumes are released 

Imminent danger exists of a fire/ explosion 

Spill cannot be contained with available 
equipment, i.e., spill exceeds the secondary 

Spillage containment capacities and/or the on-site 
capacity 
Spill could release toxic fumes or liquids 
which harm human health 
A tornado has damaged the site High winds 

Natural Disaster in excess of 70 mph hit the site 
An earthquake has occurred 

Breach of security or sabotage 
The facility's security has been breached 
and sabotage may result 

5.3 If any of the above situations exist, alert immediate supervisors who will in turn 
alert the emergency coordinators listed in the contingency plan. 

5.4 The emergency coordinators will make the appropriate notifications and commit 
the resources necessary. 

5.5 Emergency coordinators will also assist in completing the attached checklist for 
tracking facility response actions. 

6.0 Duties and Responsibilities: 

6.1 The EHS representative and any additional designee will be responsible for 
supervising 'the activities of this SOP. 
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1. Record Incident Parameters 
PCPG RepresentatiVe':- As soon as access is available to employees/witnesses 
Status Date Completed Action 

(a.) Document the time the incident began and the duration of the overall event ldentf!Y tne specific location(s) where the incident 
began 
(b.} Identify emplpy~eslwitne~s having direct involvement or direct knowledge of the incident 
(c.) Identify any relevant witnesses to the event 
{d.) Gather local meteorological data rrom the Nati_onal Weather SeNice (point-~cifi(;:.data are available at the National Oceanic 
and Atmospheric Administration [NOAA] Web site) and any characteristics noted by personnel directly involved with the incident or 
recorded elsewhere. 

Comments: 

I 

' 

2. Develop Event Narrative 
PCPG Representative- As soon as access is available to employees/witnesses 
Status Date Completed Action 

(a.) Determine the sequence of events and time line leading up to andthr.oughout the incident by reviewing with employees directly 
involved, other on-site peripheral witnesses (office staff, truck drivers, maintenance staff, etc.), and access to other tools and 
resources, as available (automated data records, suNeillance cameFclS, etc.}, 
(b.) IdentifY sp~¢mc event locations, materials, and e-quipment involved in the incident 
-(c.) IdentifY and characterize, to the extent PoSSible. the size and seop-e of the event 

Comments: 



3. Develop a Comprehensive List of Materials or Substances Involved 
PCPG Representative- In combination with regulatory and health agj;ncies and hazardous materials (hazmat) res{X)nse teams-As soon as pQssible 
Status Date Completed Action 

{a.) Identify all of the materials/substances thatmay have been ii;rilolved in the event, using the infOrmation obtained in the previo~s 
steps, inventory records and/or container/tank logs, laboratory data, approval records, material safety data sheets, or any other 
means available. Use a generic list initially, and then develop a final list from off-site records. Verify that the most up-to-date 
records are used. 
(b.) Determine the volume, concentration, and weight of substances ic:ientified above, and determine how tO:eY may have been 
altered by the event (e.g. pyrolysis products, decomposition, degradation, and both known and potential mixture reactions). Based 
on this information, b~in cieveloping a list of oomppunds of ppteritial concern. . 

{c.) The WHMD shall identifY the primary location where information and documents used In previous steps 3.1 and 3.2 Will be 
housed and ensure that information critical to response to an actiVity is kept in that location. 

Comments: 
! 

I 
I 

i 

4. Air Monitoring During Incident 
PCPG in conjunction with Bureau Veritas North America, Inc., Federal (EPA, NOAA) and local hazmat re$poose teams- As soon as can be mobilized 
Status Date Completed Action 

(a.) If possible, model dispersion of the release With real time parameters to aetermine likely extent of plume and to assist local 
authorities making $helter.-in:-pface or evacuation recommendations. 
(b.) Estc!blish air monitoring equipment locations upwind and downwind of the incident (assign loeations as soon as possible, u$ing 
visual/meteorological data and update, as needed, with modeling results}. Monitoring should continue until downwind data is 
consistent with upwind values. 

(c.) Air monitoring should be conducted utilizing approved methods and should include as many of the identified substances as 
possible. In the event of a fire/explosion, continuous particulate matter less than 2.5 microns in diameter (PM2.5) should be 
monitored as well. The Contingency Plan should indicate what kind of monitoring equipment may be necessary (e.g., PM2.5 meters 
for fire events, SUMMA canisters/Tedlar bags for volatile organic compounds released from ruptured tanks), and which ones will 
be readily available. 

Comments: 

' 

-. 
. -~···--·--·----- ------ -------



5. Post-Incident Sample Collection 
PCPG in con ·unction with Bureau Veritas North America, Inc., EPA, DEQ, DCH-Durina and/or immediately following the incidento 
Status Date Completed. Action 

(a.) Develop a sampling plan for the collection of waste, groundwater, soil, ash; airborne dust, debris, surface water, and/or wipe 
samples, as appropriate. The plan, or the need for one, may take into account. fallout density, air monitoring data, visual 
observation, or air modeling. A statistical sampling design may not be necessary for the screening evaluation. Post-incident, off-
site sampling may not be necessary based on air monitoring data and lack of off-site migration or deposition. 
(b.) Collect a sufficient number of samples to identify and characterize concentrations of substances involved in the incident. 
Include sampling for background concentrations. 
(c.) Complete the analysis of collected samples and review by comparison to relevant screening levels. Screening levels may have 
to be developed for some chemicals or environmental media 
(d.) Identify and document any substances found to be present in levels that exceed screening levels. 

Comments: 

6. Evaluate Data for Screening Potential Risk Yes/No (determines next step) 
PCPG in conjunction with Bureau Veritas North America, Inc.- As Soon As Possible 
Status Date Completed Action 

(a.) Screen existing data against relevant screening levels. 
(b.) Prepare RA Screening Report and submit it to the DEQ, Waste and Hazardous Materials Division (WHMD), for review as soon 
as possible but no more than 90 Days after the incident. 
(c.) If less than screening levels, no further action is needed for off-site potential releases upon approval of the WHMD. 

·{d.) lfgreater than screening levels, proceed immediately to step 7.0, after notification from the OEQ. 
Comments: 



7. If needed, Conduct off-site RCRA RFI and Prepare Full RA Report 
PCPG in 90njupction with Bureau Veritas North Americ.a; Inc. (Steps 7,(b.) through 7 (c.) to be ·C:dmpfe.te.d within 180 days, if at all fX)ssiple 
Status Date Cornpl9.ted Action 

(a:) Prepare off-site RFI Work Plan and submit for review to thEfWHMD. Submit within 30 days from step 6 {d.) notification from 
DEQ. 
;{b.} Commence RFI immediatelY after DEQ approval of steP 7.1 RFI Work.Pian. I 

{c.} Conduct a RAon RFI data. I 

rd.} Prepare and submit RFI R~p9rt to .the WHMD 
(e:) l)pon DEQ approval of RFI, prepare a combined C.M$ an4 CMI Plan, and submit for reView to the WHMD, if di$Ctt:jd .. 1 

(f.) Upon DEQ apptoV~I~f tf;le CMS/CMI, Implement :the CMI Plan as directed. 
~g.) Provide a report to the DEQ up:on completion pfth~ CMI Plan. 

Comments: 

··- --- _,_ 
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Sign and date the receipt of the company's Contingency Plan 

EMPLOYEE SIGN-OFF SHEET 

I acknowledge I have been informed, and given a copy, of the company's Contingency Plan. I have read 
and understand the procedures contained therein, and I accept the policy as a working document that I will 
support and follow in my daily. work. 

Employee's Signature: 

Supervisor's Signature: 

Instructor's Signature: 

Date: 

Date: 

Date: 
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ROBERT JENDRUSINA 
213 LAKEWOOD 
DETROIT Ml48215 

ESTHER P SAUNDERS 
667CONNER 
DETROIT Ml48215 

ELIZABETH J MCGLOWN 
542 ALGONQUIN 
DETROIT Ml48215 

SUSAN KEENAN 
258 EASTLAWN AVE 
DETROIT Ml48215 

DIUI HENDRICKS 
715 TENNESSEE 
DETROIT Ml48215 

DARLENE S CLARK 
693NAVAHOE 
DETROIT Ml48215 

BENNIE J KEMP 
229 RIVERSIDE 
DETROIT Ml48215 

ANNIE MATTHEWS 
13066 MAIDEN 
DETROIT Ml48213 

JAMES CLELAND 
ACTING CHIEF WATER BUREAU 
DEPT. ENVIRONMENTAL QUALITY 
WATER BUREAU, 5TH FLOOR SOUTH 
525 W ALLEGAN 
LANSING, Ml 48933 

CAROL LINTEAU 
LEGISLATIVE LIAISON 
DEPT OF ENVIRONMENTAL QUALITY 
EXECUTIVE DIVISION, 5TH FLOOR SO. 
525 WEST ALLEGAN STREET 
LANSING Ml 48933 

SHERLEY MATTIE 
929 CONTINENTAL 
DETROIT Ml48215 

JOHN PEOPLES 
628 CHALMERS 
DETROIT Ml 48215 

PATRICIA J LEWIS 
978 NAVAHOE 
DETROIT Ml48215 

MARIE A PASHA 
281 LAKEWOOD 
DETROIT Ml48215 

JOHNIE M GILMORE 
195 PIPER BLVD 
DETROIT Ml 48215 

RORY BOLGER 
4552 AVERY 
DETROIT Ml48208-2243 

GEORGIA TARRER 
383 NEWPORT 
DETROIT Ml 48215 

REVEREND IDA STEELE 
595 TENNESSEE 
DETROIT Ml48215 

MAYOR DAVID BING 
CITY OF DETROIT 
COLEMAN YOUNG MUN CTR ST 1126 
2 WOODWARD AVE 
DETROIT Ml 48226 

THE HONORABLE VIRGIL C SMITH 
3RD CIRCUIT COURT 
2 WOODWARD AVE. 
DETROIT, Ml 48226 

BERTHA SCOTLAND 
976 NAVAHOE 
DETROIT Ml48215 

JEFF DAUPHIN 
PRESIDENT 
WIMS 
767 KORNOELJE DR NE 
COMSTOCK PARK Ml49321 

ELEANOR SPENCER 
693 NAVAHOE 
DETROIT Ml48215 

BERTA & TASHA HOLT 
238 NEWPORT RD 
DETROIT Ml48215 

EFFIE & LOIS GENTRY 
744 TENNESSEE 
DETROIT Ml48215 

CAROL BALLARD 
449 CHALMERS 
DETROIT Ml48215 

EFF WOOLSTRUM 
2290 FIRST NATIONAL BLDG 
660 WOODARD AVE #2290 
DETROIT Ml 48226 

SUSAN MCDONALD 
1490 IROQUOIS 
DETROIT Ml48214 

JIM SYGO 
DEPUTY DIRECTOR 
DEPT OF ENVIRONMENTAL QUALITY 
525 W ALLEGAN 
LANSING Ml 48933 

GLENN BROWN PE 
WAYNE COUNTY HEALTH DEPARTMENT 
DIVISION OF ENVIRONMENTAL HEALTH 
5454 S VENOY RD 
WAYNE Ml48184 



STEVE BUDA 
DEPT OF ENVIRONMENTAL QUALITY
WHMD, 5TH FLOOR SOUTH 
525 WEST ALLEGAN STREET 
LANSING Ml 48933 

DETROIT OSTE 
1151 TAYLOR 
DETROIT Ml 48202 

REVEREND OWEN C CARDWELL 
EAST LAKE BAPTIST CHURCH 
728 CONNOR AVE 
DETROIT Ml48215 

JOSEPH M POLITO 
HONIGMAN MILLER SCHWARTZ & COHN 
2290 FIRST NATIONAL BLDG 
660 WOODWARD AVE 
DETROIT Ml 48226 

MICHAEL DEVINE 
JANICE ELLISON 
14371 HARBOR ISLAND 
DETROIT Ml 48215 

MICHAEL A FIGLIOMENI 
MCCURDY & WOTILA PROFESSIONAL 
CORP 
120 W HARRIS ST 
CADILLAC Ml49601 

CITY OF DETROIT POLICE HOMELAND 
SECURITY 
1300 BEAUBIEN 
DETROIT, Ml 48226 

JIM EKDAHT 
UP FIELD DEPUTY 
DEPT OF NATURAL RESOURCES 
MARQUETTE DISTRICT OFFICE 
1990 u.s. 41 s 
MARQUETTE Ml 49855 

RUBYE M BAKER 
DICKERSON AVENUE BLOCK CLUB 
3467 DICKERSON AVE 
DETROIT Ml48215 

DAVE ARNOLD 
ENVIRITE CORP 
2050 CENTRAL AVE SE 
CANTON OH 44707 

KATHERINE HAMMERS 
HONIGMAN MILLER SCHWARTZ & COHN 
LLP 
2290 FIRST NATIONAL BLDG 
660 WOODWARD AVE 
DETROIT Ml 48226 

ELLEN DEVINE 
LAKEWOOD BLOCK CLUB 
213 LAKEWOOD 
DETROIT Ml 48215 

INLAND WATERS POLLUTION CONTROL 
2021 S. SCHAEFER HWY 
DETROIT, Ml48217 

MS. BRENDA ICE 
DETROIT LEPC 
13331 LYNDON 
DETROIT, Ml 48226 

ROBERT A BLAIR 
NATIONAL VARNISH COMPANY 
609 STJEAN 
DETROIT Ml48214 

THERON R BRAYMAN 
SR REGION COORDINATOR 
DOW CORNING CORP 
MIDLAND PLANT ENVIRON SRVCS MAIL 
3065 
3901 S. SAGINAW RD. 
MIDLAND Ml 48686 

SARAH ASHTON HAWORTH 
MC-1-26A 
ONE HAWORTH CTR 
HOLLAND Ml 49423 

ANNIE R HUNN 
IMPROVEMENT CLUB ALGONQUIN 
606 ALGONQUIN 
DETROIT Ml 48215 

GARY ANDERSON 
. M & G CONVOY INC 

15100 OAKLAND AVE 
HIGHLAND PARK Ml 48203 

PSC INDUSTRIAL OUTSOURCING, LP 
1300WOOD ST 
MONROE, Ml 48161 


